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MOUNTING INSTRUCTIONS 
 

A. CAUTION B. REMOVING COVER, INSERTING SCREWS 

  WARNING 

Risk of electric shock or equipment damage! 
► Do not touch any live parts. 
► Disconnect power supply before making connections. 
► Do not reconnect power until installation is complete. 
► Observe precautions for handling electrostatic sensitive 

devices. 
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RF20 SPACE TEMPERATURE SENSOR - MOUNTING INSTRUCTIONS 
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E. SEALING THE DISTRIBUTION BOX  

SEAL ALL
PERFORATIONS
TO ENSURE
AIR-TIGHTNESS!

 

 


